This work presents an overlook on a new model that simulates the physical operation in steady state of a multi-effect distillation (MED) plant with parallel-feed (P) configuration. This model includes the consumption of steam with steam ejectors, and its validation was done using data from a real MED industrial plant using a thermal vapor compressor (TVC) operating in Italy, in the Sicilian city of Trapani. Results show that the MED model returns accurate predictions of the plant behavior, very useful for a first analysis on such type of investments. This MED model was also integrated into the system advisor model developed by the US National Renewable Energy Laboratory. Simulations with this new tool were run using the location of Trapani as case study for a concentrating solar power (CSP) plant working in cogeneration with a low-temperature MED-P plant vs. other cooling options available for CSP plants (wet cooling, dry cooling, and a once through seawater cooling circuit). These results were compared with the existing TVC-MED plant, and indicate that CSP+MED has the potential to be economically attractive.
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